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As more and more buildings that were granted recognition for reduced 
energy use intent, based on predictions from energy simulation models, now 
acquire a reasonable amount of actual consumption data, it becomes possible to 
achieve a greater understanding of the efficacy of using building simulation to 
predict energy consumption. 
This study investigates the means to a reduction of energy use in the 
Gwinnett Environmental and Heritage Center, a LEED [1] Gold Building, using 
zero-budget, purely operating schedule-based recommendations.  Whole 
Building Energy Simulation was the preferred vehicle of the investigation, with 
the facility being modeled as-operated in IES-VE Pro Version 6.4 [2] and 
simulated to achieve a reasonable consumption baseline, and then simulated 
again after the implementation of recommendations to assess any reduction in 
consumption, and consequently savings. 
Overall energy consumption was reduced by 10%, resulting in an annual 
savings of $21,160 at a utility rate of $0.08/KWh.  This was achieved purely on 
the basis of reduced artificial lighting, with evidence of natural daylight sufficiency 








INTRODUCTION TO THE BUILDING 
 
Figure 1: Gwinnett Environmental and Heritage Cente r 
  
Overall Description of the Building 
 The Gwinnett Environmental and Heritage Center is a 59,000 square foot 
educational facility dedicated to increasing the awareness and appreciation of the 
natural water resources of Gwinnett County.  It functions as both as an 
educational as well as assembly facility, hosting events varying from wild west 
camps to weddings.  It is also the county’s first LEED Gold facility, claiming a 
reduction of 30% in energy consumption over a baseline case and 75% in 
potable water use over a comparable facility.  In keeping with its heavily wooded 
surroundings, it also possesses the largest sloped green roof in the southeast, 
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keeping storm water runoff to a minimum.  Effective daylighting strategies have 
also been implemented, with large overhangs and shading devices keeping glare 
and solar gain to a minimum. 
Overview of the Gwinnett Environmental and Heritage  Center 
 A tabulated set of the characteristics of the building are as follows –  
• Gross square footage – 59,000 square feet. 
• Total Site Area – 233 Acres 
• Area of Green Roof – 40,000 square feet, more than 50% at a slope of 
4:12 
• Total Construction Cost – 16 million USD 
• Number of floors – 2 
• Owner – Gwinnett County, GA 
• Architect – Lord, Aeck and Sargent 
• USGBC Certification Level – LEED Gold 
Operations and Current Status 
 The facility has seen a gradual increase in use since it was first opened, 
and has added functions other than the ones it was initially designed for.  It now 
operates at a very heavy regular schedule of 7:00 AM to 5:00 PM during the 
working week, with after-hour events like weddings and conventions occurring 
from 5:00 PM to 11:00 PM on Fridays and over the weekends.  This increased 






OVERVIEW OF THE PROBLEM 
 
 The purpose of this study is the reduction of the energy consumption of 
the Gwinnett Environmental and Heritage Center, through minimal interventions 
primarily in operating schedules.  The investigations were conducted with the 
assistance of the firm of Lord Aeck and Sargent and the facilities management 
team at the Gwinnett Environmental and Heritage Center. 
Investigations, Actions and their Scope 
 The following are the itemized investigations and actions carried out 
during this study. 
List of Investigations and Actions 
1. The inspection and summarization of the assumptions of the original 
energy model (The model that was included in the original USGBC 
LEED submittal). 
2. The collection, from a site visit, of actual occupancy, consumption and 
operations data. 
3. The creation and simulation of a model from the architectural and 
HVAC drawings to acquire a more accurate energy consumption 
baseline. 
4. The creation of a list of non-invasive (operations only) optimization 
recommendations. 
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5. The simulation of the building model with each set of optimization 
recommendations, to select the combination with the most desirable 
results. 
Scope of Investigations and Actions 
1. The inspection and summarization of the assumptions of the original 
energy model – All the assumptions made about the Gwinnett 
Environmental and Heritage Center in the eQuest energy model 
submitted as part of the overall LEED submittal are categorized and 
listed. These assumptions are then compared to the assumptions 
made in the new IES-VE energy model constructed to achieve a new 
consumption baseline based on as-built data. 
2. The collection, from a site visit, of actual occupancy, consumption and 
operations data. – All available data pertaining to the consumption, 
occupancy, lighting schedule, operating schedule and any other 
relevant metrics are collected and categorized.  This data is then used 
in one iteration of the simulation of the newly created IES-VE building 
model to generate results that can be compared to the actual use data. 
3. The creation and simulation of a model from the design, as-built and 
HVAC drawings to acquire a more accurate energy consumption 
baseline. – The building is modeled in IES-VE from the architectural 
and HVAC drawings to be as close as possible to building as 
constructed.  This model is then simulated under various operative 
assumptions. 
4. The creation of a list of non-invasive (operations only) optimization 
recommendations. – A list of recommendations that do not involve the 
addition of any new equipment, fittings or hardware is drawn up. A list 
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of combinations of these recommendations is then created from the 
previous list in order to be used in simulation runs of the building 
energy model.  All analysis required to justify the creation of certain 
recommendations is conducted and results and justification are 
presented. 
5. The simulation of the building model with each set of optimization 
recommendations, to select the combination with the most desirable 
results – The newly created building model is simulated with –  
• The actual operations, occupancy and other data of the building 
to create a more reasonable consumption baseline. 
• With different sets of optimization recommendations. 
 
Roadmap of the Study 
 The study was conducted according to the following timeline –  
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A LOOK AT THE PREVIOUS PREDICTIVE MODEL 
 
 The original energy model of the building was created in eQuest by Lord 
Aeck and Sargent for the purposes of achieving a LEED Gold rating.  This was 
done by demonstrating via simulation a 30% reduction in energy consumption 
over a baseline energy model of the building created in accordance with Chapter 
11 of the ASHRAE 90.1- 1999 standard [4]. 
 
 
Figure 2 - Original eQuest Energy Model 
 
 
Overview of the LEED Submittal 
 The basic improvements made to the building in order to achieve reduced 
consumption are enumerated below –  
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Energy Efficiency Measures Incorporated into the Bu ilding 
1. Increased wall insulation and sod roofs 
2. Windows - The original code compliant glazing was 0.35 SHGC, 0.23 
VT, and 0.56 BTU/(h °F ft²) U–value (DOE-2 glass co de 1470). This 
was upgraded to AFG ESN glass ( 0.37 SHGC, 0.455 VT, and 0.306 
BTU/(h °F ft²) U-value) 
3. External building shades 
4. HVAC system upgrade – The screw chillers were upgraded from 4.45 
COP to 4.89 (16.72 BTU/W·h EER).  
5. Lighting power density is reduced using T8, T5 & Metal halide lamps. 
Base Case lighting power density averaged 1.6 w/ ft2, and the design 
case lighting power density is 1.04 w/ft2 overall.  (This was shown to be 
less than the actual installed capacity) 
6. Daylighting with daylight sensors & controls in all spaces.  (These were 
turned off during actual operation) 
7. Occupancy sensors. Occupancy sensors were modeled by reducing 
the lighting schedule by 15% in each zone.  
8. Running plate heat exchangers through a water body designed to 
reduce load on screw chillers.  (This feature was shown to be 
ineffective during actual operation and was switched off.) 
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Comparison of Assumptions between the Baseline Buil ding and the Design 
Case Building (LEED EAC1 [5] Submittal Requirement)  





Floor Area 52,672 s.f 52,672 s.f 









Tinted Glazing Tinted Glazing 
Winter COG Glazing 
U-Value (BTU/h °F ft²)  
0.56 0.306 
SHGC 0.35 0.37 
Daylight 
Transmittance 
No daylighting 0.455 
Frame Type Aluminum w/o break Aluminum with break 
Shading No Overhangs Overhangs (3’ to 8’) 
Window to Wall Ratio 
0.385 (11,500 s.f of 
windows) 
0.385 (11,500 s.f of 
windows) 
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Masonry facing with 
layers 
Insulation (h °F ft²/ 
BTU) 
R-5.7 ci R-18 
Total U-Value (BTU/h 
°F ft²) 
0.157 0.052 
Roof Construction Metal framed attic 
Metal framed sod 
roof 
Insulation (h °F ft²/ 
BTU) 
R-30 R-20 and earth 
Total U-Value BTU/(h 
°F ft²) 
0.03 0.039 
Floor Construction  6” concrete  6” concrete  
Total R-Value (h °F 
ft²/ BTU) 
R-6.3 ci R-6.3 ci 
Internal Loads  
Peak Plug Loads 
(W/s.f) 
1.2 1.2 
Peak LPD(W/s.f) 1.6 (Average) 1.04 (Average) 
Peak Occupancy 80 s.f/per 80 s.f/per 
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Mechanical System  (Cooling)  (Cooling)  
Chiller Type Water-cooled screw 
chiller 
Water-cooled screw 
chiller with assist from 
heat exchanged run 
in water body 
Supply Temperature 55F 55F 
Cooling Efficiency 4.45 COP 4.89 COP (16.72 
BTU/W·h EER) 
Mechanical System  Electric Heating  Electric Heating  
Distribution System VAV VAV 
Supply Fans High Efficiency Motor High Efficiency Motor 
Supply Fan Total 
Static Pressure 
3” – 3.5” 3” – 3.5” 
Minimum Outdoor Air 
Requirements 
15 cfm/per (As per 
ASHRAE 62.1) 
15 cfm/per (As per 
ASHRAE 62.1) 
Thermostat Setpoints 72F / 85F Setback 72F / 85F Setback 
Humidity Controls Yes Yes 
Waterside 
Economiser 
Shutoff Toa>70 Shutoff Toa>70 
Hot Water Demand  1 (Gal/per/day) 1(Gal/per/day) 
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Overview of Modeling Assumptions 
 A complete list of assumptions made in the original eQuest model can be 
found in Appendix A.  Apart from the general design assumptions elaborated 
above, certain important modeling assumptions reveal themselves –  
1. The sloped roofs were modeled as flat roofs with skylights. 
2. The zones were assigned as clusters of rooms of similar occupancy and 
functionality. 
3. Occupancy sensors were modeled as reductions in lighting power density. 
4. All conditioned zones were given a setpoint of 70 F. 
5. Windows were modeled on a wall-to-window ratio basis, not as designed. 
6. Many different daily, weekly and annual schedules were designed to 
account for differing occupancy, weather conditions, lighting schedules 
and window dirt. 
7. The materials used were different in areas from the actual materials 
specified in the design documentation. 
8. The overall geometry was simplified. 
9. Assumptions about electricity and gas prices were made according to the 
prevailing rates in 2006. 
10. A TMY 1 weather file from 2006 was used. 
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Overview of Parametric Runs 
 Apart from the as-is run (Baseline), the model was simulated nine times 
with certain parameters changed during each run.  The following are the details 
of the parametric runs -  
1. New Walls and Shades – The overhangs were enabled and the 
constructions preset gwin wall was used. 
2. Sod Roof – The roof constructions preset sod roof was enabled. 
3. Chiller EER – The chiller EER was assumed to be 17 for this run. 
4. Daylight On – The daylighting sensors were enabled for all zones. 
5. AFg Glass – The glass type AFG Gwinnett GT was enabled. 
6. Spacer – The frame spacer type was changed to insulated and the frame 
was given a conductance of 0.3 Btu/h-ft2-°F 
7. LPD – The Display, Mech, Classroom and Office zones were given a 
Lighting Power Density value of 1.03 w/ft2 
8. Occupancy Sensors – The occupancy sensors were modeled as a 15% 
reduction in the lighting schedule. 
9. Humctrlrun – The humidity control parameter was set to a value of 60. 
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Results of Parametric Runs  
Table 3 - Results of the Parametric Runs 
Profile 
Annual Energy Consumption 
KWh 
Baseline 1222270 
New Walls and Shades 1204000 
Sod roof 1188400 
















A DISCUSSION OF THE RESULTS OF THE PREVIOUS MODEL 
Comparison of the Results of the Parametric Runs 
 Detailed results of the simulation of the parametric runs are available in 
Appendix B. The comparison of the results of simulating the parametric runs is 
shown in the graph below –  
 
Figure 3 - Comparison of Results from Parametric Ru ns 
 
Inferences from Comparing the Results of the Parame tric Runs 
1. Controlling humidity is most energy intensive, therefore the 
consumption during the humidity control run is almost the same as the 
baseline consumption.  Due to the size of this facility and the differing 
occupancy in its zones, there is almost always simultaneous 
humidification and dehumidification.  Also, since the humidity is set at 













inlet temperature of 55F, and then heated back up at each individual 
zone. 
2. The addition of shading seems to have little effect on the energy 
consumption of this building.  As we experience greater reductions in 
energy use from changing the glazing type, this implies that direct solar 
heat gain is not a major source of the cooling load in this building. 
3. Changing the R-Value of the roof has a mild impact on consumption, 
indicating that heat gain through the roof is not as big an issue as other 
heat gains. 
4. Changing the EER of the chillers to 17 BTU/W·h (which is higher than 
their actual specified value of 16.72 BTU/W·h) has a moderate effect 
on the energy consumption.  This is because space cooling is the 
largest consumer of energy in the facility, as shown in Appendix 2. 
5. The LPD (Lighting Power Density) and glazing runs show the greatest 
reductions in consumption.  This implies both a reduction in cooling 
loads and plug loads, both of which are very high in this building.  
Lighting is the third largest consumer of energy in the facility, after 
cooling and heating as the results shown in Appendix 2 show us. 
Note on Potential Interventions 
 In a standalone comparison of the results of the parametric runs, the 
heaviest reductions in energy use come from lowering the lighting power density 
(Daylighting, LPD and Occupancy Sensor runs) and changing the glazing type.  
No other parameters seem to produce results close to the reduction shown by 
 17
these.  This indicates that any intervention that aims to produce the greatest 
reduction in energy consumption must come from reducing the lighting power 
density, as the glazing is already installed and will be difficult and expensive to 
replace.  Lighting Power Density seems to be the area where the highest returns 
on investment may be expected. 
Actual Consumption Data of the GEHC 
 Annual energy consumption data was available from the GEHC for the 
years from 2007 to 2011, showing a monthly breakdown of energy and monetary 
cost.  A comparison of monthly consumption is shown in the graph below.  For 
details of the actual energy consumption of the GEHC, see Appendix C. 
 



















Figure 5 - Comparison of Actual Annual Energy Consu mption 
Inferences from the Actual Consumption Data of the GEHC 
1. The facility shows inordinately high energy consumption during its first 
year of operation (2007), but seems to have recalibrated its operations 
to reduce consumption significantly from the next year (2008). 
2. The highest consumption occurs during heating season, which can be 
attributed to the fact that all the heating is electric.  This electric heating 
occurs after either a humidification or dehumidification cycle, further 
increasing the energy consumed.  All evidence points to simultaneous 
heating and cooling even during heating season. 
3. The increased consumption across the board in 2010 can be attributed 
to the fact that 2010 and 2011 till date have been much busier years 
for the facility than previous years, in terms of both longer operation 








2007 2008 2009 2010
KWh
 19
Comparison of Actual Consumption Data with the Data  from the Parametric 
Runs 
 The predicted annual consumption of each parametric run was compared 
to the annual consumption data for each year.  This was done to see how close 
the predicted values across parametric runs were to the actual usage value.  As 
the facility is not operated as predicted, there was no expectation that the results 
of simulation would be proximate to the actual usage.  The absence of sub 
metering also denies us the ability to itemize the consumption by component, 
which would have been invaluable.  A detailed comparison in available in 
Appendix 3. 
 




















Inferences from Comparing the Results of the Parame tric Runs with the 
Actual Consumption Data 
1. The predicted consumption is consistently within 29% to 45% of the 
actual consumption.  This calls into question the efficacy of either the 
modeling assumptions or the modeling software.  As we shall see later 
in Chapter 8, modeling assumptions have a far lesser impact than the 
actual ‘black box’ modeling engine in the software package. 
2. Detailed building simulation is a not necessarily a good predictor of 
actual building performance. 
3. Assumptions made to accommodate ASHRAE 90.1 1999 Chapter 11 
[4] while modeling tend to substantially affect the results of simulation, 
as the simulation is performed to satisfy the requirements of a rating 





CREATION OF THE NEW MODEL 
 The new energy model was created in the software package IES-VE Pro 
version 6.4.  The original design documents, EAC submittal and data collected 
during the site visit were used to model the facility.  All assumptions made are 
from the design documents or the LEED EAC submittal unless specified that the 
assumptions under question have been made from actual data. 
Creating the Geometric Model 
 The building geometry was first modeled in Google Sketchup Pro 8 [6] 
from the original design documents, and then exported to IES-VE Pro through 
the IES-VE toolbar for Sketchup.
 



















Figure 10 - IES-VE Model 
 
Assumptions made in the IES-VE Model 
 The modeling assumptions made in IES-VE have been categorized as 
follows –  
1. Assumptions about Geometry 
2. Assumptions about Materials and Construction 
3. Assumptions about Thermal Conditions 
4. Assumptions about the HVAC System 
5. Assumptions about Zone Internal Gains 
6. Assumptions about Infiltration 
7. Assumptions about Artificial Lighting 
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Assumptions about Geometry 
 The geometry of the facility was modeled as close to the actual geometry 
as possible, with the only change being –  
1. All shading devices apart from the overhangs have been removed.  This 
was done because the shading devices had minimal impact on the energy 
consumption of the facility, as shown from the analysis of the previous 
model. 
Assumptions about Materials and Construction 
 The assumptions made in the model about materials and construction 
have been categorized as follows –  
1. Green Roof – The roof was modeled as constructed with all the different 
layers of materials and their U-Values.  The overall R-Value of the roof is 
R-22 h °F ft²/ BTU, which is close to the assumptio n made in the previous 
eQuest energy model, which was R-20 h °F ft²/ BTU. 
 
 
Figure 11 - Roof Construction and Material Details 
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2. External walls – The profile GEHC 1’4” WALL was created to match the 
approximate U-Value of the differing wall constructions, with a total U-
Value of 0.0544 BTU/h °F ft 2. 
 
 
Figure 12 - External Wall Assumptions 
 
3. Glazing – The profile GEHC-AFG External was created utilizing data from 
LBNL’s WINDOWS program, with a net U-Value (including frame) of 
0.3747 BTU/h °F ft 2 and a Visible Light Transmittance of 0.455. 
 
 
Figure 13 - GEHC-AFG External glazing Assumptions 
 
 
4. Ceiling – The ceiling was assumed to be an 8” Heavy Weight Concrete 




Figure 14 - Ceiling Assumptions 
 
5. Internal Partitions – The internal partitions were assumed to be 
Lightweight Plasterboard partitions with a U-Value of 0.2806 BTU/h °F ft 2. 
 
 
Figure 15 - Internal Partition Assumptions 
 
6. Floors – The floors were assumed to be Un-insulated Solid-Ground floors 




Figure 16 - Un-insulated Solid-ground Floor Assumpt ions 
 
7. Doors – The doors were assumed to be Generic Wood Doors with a U-
Value of 0.3865 BTU/h °F ft 2. 
Assumptions about Thermal Conditions 
 A separate thermal template was created for each zone with individually 
specified setpoints and schedules for heating and cooling.  
1. Bridge Area Template – The Bridge Area was modeled with a cooling 
setpoint of 72F/85F Setback and a heating initialization point of 64F. 
2. Classroom/Lecture/Training – The Classroom/Lecture/Training Area was 
modeled with a cooling setpoint of 72F/85F Setback and a heating 
initialization point of 64F. 
3. Corridor/Transition – The Corridor/Transition Area was modeled with a 
cooling setpoint of 75F/85F Setback and a heating initialization point of 
61F. 
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4. Customer Area – The Customer Area was modeled with a cooling setpoint 
of 72F/85F Setback and a heating initialization point of 64F. 
5. Dining Area/Lounge/Leisure Dining – The Dining Area/Lounge/Leisure 
Dining was modeled with a cooling setpoint of 72F/85F Setback and a 
heating initialization point of 68F 
6. Electrical/Mechanical Area – The Electrical/Mechanical Area was 
considered unconditioned. 
7. Elevator Lobbies – The Elevator lobbies were modeled with a cooling 
setpoint of 70F/85F Setback and a heating initialization point of 68F 
8. Lobby/Performing Arts/Theater - The Lobby/Performing Arts/Theater was 
modeled with a cooling setpoint of 70F/85F Setback and a heating 
initialization point of 68F 
9. Medium or Bulky Material Warehouse - The Medium or Bulky Material 
Warehouse was modeled with a cooling setpoint of 75F/85F Setback and 
a heating initialization point of 57F 
10. Enclosed Office - The Enclosed Office was modeled with a cooling 
setpoint of 72F/85F Setback and a heating initialization point of 70F 
11. Open Plan Office - The Open Plan Office was modeled with a cooling 
setpoint of 72F/85F Setback and a heating initialization point of 70F 
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12. Playing Area/Exercise Center - The Playing Area/Exercise Center was 
modeled with a cooling setpoint of 70F/85F Setback and a heating 
initialization point of 65F 
13. Restrooms - The Restrooms were modeled with a cooling setpoint of 
75F/85F Setback and a heating initialization point of 64F 
14. Workshops - The Workshops were modeled with a cooling setpoint of 
72F/85F Setback and a heating initialization point of 64F 
Assumptions about HVAC Systems 
 The HVAC system was modeled in the ApacheHVAC module of IES-VE 
Pro 6.4, based on the system modeled in the eQuest LEED model.  Three 
chillers were modeled, and the VAV system was modeled as a 100% exhausted 
system with no mixing, in order to reflect the current operating conditions. 
Assumptions about Internal Gains 
 A separate set of internal gains was created for each zone with 
individually specified values for people, lighting, computers and miscellaneous 
gains.  The gains were calculated from the number of light fixtures and 




Table 4 - Assumptions about Internal Gains 
Template Internal Gains 
Bridge Area Miscellaneous Gains = 1 W/ft2 
Occupant Density = 50 ft2/person 
Fluorescent Lighting = 0.9 W/ft2 
Incandescent Lighting = 0.666 W/ft2 
Computers  = 1 W/ft2 
Classroom/Lecture/Training Miscellaneous Gains = 1 W/ft2 
Occupant Density = 25 ft2/person 
Fluorescent Lighting = 0.771 W/ft2 
Incandescent Lighting = 1.722 W/ft2 
Computers  = 0.3 W/ft2 
Corridor/Transition Occupant Density = 1075 ft2/person 
Fluorescent Lighting = 1.369 W/ft2 




Table 4 - Assumptions about Internal Gains Contd. 
Template Internal Gains 
Customer Area Miscellaneous Gains = 0.25 W/ft2 
Occupant Density = 100 ft2/person 
Fluorescent Lighting = 0.7 W/ft2 
Incandescent Lighting = 0.764 W/ft2 
Computers  = 0.446 W/ft2 
Dining Area/Lounge/Leisure Dining Occupant Density = 25 ft2/person 
Fluorescent Lighting = 0.692 + 0.161 
W/ft2  
Incandescent Lighting = 0.920 W/ft2 
Electrical/Mechanical Area Occupant Density = 500 ft2/person 
Fluorescent Lighting = 1.184 W/ft2 
Computers  = 2.222 W/ft2 
Elevator Lobbies Miscellaneous Gains = 0.25 W/ft2 
Occupant Density = 100 ft2/person 
Fluorescent Lighting = 1.1 W/ft2 
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Table 4 - Assumptions about Internal Gains Contd. 
Template Internal Gains 
Lobby/Performing Arts/Theater Occupant Density = 25 ft2/person 
Fluorescent Lighting = 0.465 W/ft2 + 
0.050 W/ft2 + 0.149 W/ft2 (Three 
different types of light fixtures) 
Incandescent Lighting = 0.664 W/ft2 
Medium or Bulky Material Warehouse Occupant Density = 500 ft2/person 
Fluorescent Lighting = 1.8 W/ft2  
Enclosed Office Miscellaneous Gains = 1 W/ft2 
Occupant Density = 125 ft2/person 
Fluorescent Lighting = 1.35 W/ft2  
Computers  = 1.12 W/ft2 
Open Plan Office Miscellaneous Gains = 1 W/ft2 
Occupant Density = 125 ft2/person 
Fluorescent Lighting = 1.35 W/ft2  
Computers  = 1.12 W/ft2 
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Table 4 - Assumptions about Internal Gains Contd. 
Template Internal Gains 
Playing Area/Exercise Center Occupant Density = 100 ft2/person 
Fluorescent Lighting = 1.5 W/ft2  
Incandescent Lighting = 0.674 W/ft2 
Restrooms Occupant Density = 1000 ft2/person 
Fluorescent Lighting = 0.9 W/ft2  
Workshops Miscellaneous Gains = 1.5 W/ft2 
Occupant Density = 100 ft2/person 
Fluorescent Lighting = 1.4 W/ft2  
 
Assumptions about Artificial Lighting 
 The following is the enumerated list of light fitting and their consumption 
specifications.  For more details see Appendix C.  Actual IESNA data for the light 
fixtures was used wherever possible, with Lightolier being the supplier of choice.  
1. Lightolier B : 2-F32T8-3500K at 277V and 70W 
2. Lightolier F : 1-F17T8-3500K at 277V and 20W 
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3. Lightolier F1 : 1-F17T8-3500K at 277V and 20W 
4. Lightolier LF1 : 2-F28T5-830K at 120V and 56W 
5. Lightolier LJ1 : 1-F32T8X/SPX30/A/4P at 120V and 32W 
6. Lightolier LT1 : 100PAR.HIR/FL at 120V and 100W 
7. Lightolier LT2 : 100PAR.HIR/SP at 120V and 100W 
8. Lightolier LT3 : 1-F28T5-830K at 120V and 28W 
9. Lightolier P1 : 3-F32T8-3500K at 277V and 105W 
10. Lightolier P1X : 2-F32T8-3500K at 277V and 70W 
11. Lightolier V : 2-F32T8-3500K at 277V and 70W 
Assumptions about Infiltration  
 The infiltration in all zones was assumed to be a standard 0.167 ach. 
Profiles in the IES-VE Model 
 Two types of profiles may be created in IES-VE –  
• Absolute – Where numeric values with either IP or Metric units may be 
specified. 
• Modulating – Where toggle values (On/Off) may be specified. 
The profiles created in IES-VE have been categorized as follows –  
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1. Daily Profiles 
2. Weekly Profiles 
3. Annual Profiles 
Daily Profiles  
The following Daily Profiles were created –  
1. GEHC-Current Operations-No After Hour Events (Modulating) = 7 AM On 
– 6 PM Off  
2. GEHC-Current Operations- After Hour Events (Absolute) = 7 AM  – 11 PM  
at 72F  
3. GEHC-Current Operations- No After Hour Events (Absolute) = 7 AM  – 7 
PM  at 72F  
4. GEHC-Current Operations- Only After Hour Events (Absolute) = 2 PM  – 
11 PM  at 72F  
5. GEHC-Current Operations- After Hour Events (Modulating) = 7 AM On – 
11 PM Off  
6. GEHC-Current Operations-Only After Hour Events (Modulating) = 2 PM 
On – 11 PM Off  
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Weekly Profiles  
The following Weekly Profiles were created –  
1. GEHC-Regular Week-Heavy : Full 7 day week with After Hours from 
Thursday to Sunday 
2. GEHC-Regular Week-Light : Full 5 day week with no After Hours at all 
Annual Profiles  
The following Annual Profiles were created –  






ANALYSIS OF THE NEW MODEL 
 The new energy model was simulated using the ApacheSim module in the 
software package IES-VE Pro version 6.4, using the assumptions detailed in the 
previous chapter.  For detailed output from simulation, see Appendix F 
Overall Energy Consumption 
 The results of simulating the building with settings as close as possible to 
its current operating pattern show an annual energy consumption of 2669233 
KWh  at 51.5 KWh/ft 2.  This is now our energy consumption baseline. 
Comparison with Previous Predictions and Actual Usa ge Data 
 


















When comparing with both the previous predicted usage and the actual usage, 
we find that the results of this simulation are within 17% of the Actual Usage 
numbers.  The results from the IES as-is simulation show a marked increase 
over the eQuest predictive simulation for the following reasons –  
1. Three chillers were modeled, instead of one in the predictive model. 
2. All air removed from a space was exhausted to the outside, with no air 
returned to the air handler.  All air supplied to the individual spaces was 
supplied from the outside.  This was inferred from the control systems 
drawings available at the facility, which showed that the HVAC system 
was operated similar to this assumption. 
3. The Lighting Power Density (LPD) was calculated using the actual number 
and rating of the fixtures in each zone in the IES Model, unlike the eQuest 
model where all incandescent lighting was assumed to be 1 W/ft2 due to 
ASHRAE 90.1 1999 Chapter 11 constraints. 
4. No occupancy sensors were modeled in the IES model, while occupancy 
sensors were modeled as a 15% reduction in lighting power density (LPD) 
in line with ASHRAE 90.1 1999 Chapter 11 recommendations. 
5. A heavier schedule of usage and occupancy, reflective of the current 
usage and occupancy of the facility, was used in the IES model. 
6. The IES model includes the finished out lower level, which was not 
included in the eQuest model. 
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Overview of Energy Consumed by Lighting 

















Lighting as a Percentage of the Total Consumption 
 As a percentage of total consumption, lighting accounts for 19.1% of 
consumption. 
At a rate of 8.29 cents/Kwh, this costs the GEHC $40,820.92 every year. 
These are the results from the simulation.  If proportionally upgraded to be the 
same percentage of consumption of the actual consumption of the facility, the 
energy consumed by lighting every year would be 540877 KWh , which accounts 
for $43,270.16 of their annual utility bill. 
Daylighting Analysis of a Sample Zone 
 The daylighting analysis was performed using the RadianceIES module in 
the software package IES-VE Pro version 6.4. The Bridge was chosen as the 
sample zone, and the north bay was analyzed for illuminance levels three times 
each day – 9:00 AM, 12:00 PM and 4:00 PM – for 15th of every month. 
Purpose of Analysis 
 As we realized in Chapter 4 and after the consumption analysis in Chapter 
6, the lighting schedules provide the most cost-effective area for optimization 
interventions.  As an internally-driven building, meaning a building whose 
consumption is mostly driven by internal gains, occupancy and systems, rather 
than external gains from the envelope, very little improvement can be had by 
optimization of the envelope, which contributes only 1050947.7 Kwh (15%) of the 
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6927056.38  Kwh heating and cooling load (See Appendices G and H). This 
daylighting analysis aims to establish that the space possesses sufficient 
illumination levels to warrant a reduction the use of artificial lighting, thus 
enabling a reduction in energy consumption.  For the activities that occur in this 
space, a nominal amount of 100 lux is sufficient. 
Overall Conclusion 
 From the daylighting analysis, we see that the bridge is daylight sufficient 
from 9:00 Am to 4:00 PM throughout the year.  This is supplemented by the fact 
that the static and interactive displays provide their own light and thus augment 
the amount of light in the space.  We may thus confidently recommend 





RECOMMENDATIONS TO REDUCE ENERGY USE 
Recommendations 
 As per our findings in the previous chapter, all recommendations are 
limited to the lighting schedules, with the objective of taking advantage of 
excellent daylighting available in most zones in the top floor 
Changes in Lighting Schedules 
 New lighting profiles are created for use in zones that receive good 
daylighting, such that artificial lighting is only active from 7:00 AM to 9:00 AM and 
after 4:00 PM. 
Modeling the Changes in Lighting Schedules 
 New lighting profiles are created for use in zones that receive good 
daylighting, such that artificial lighting is only active from 7:00 AM to 9:00 AM and 
after 4:00 PM. 
Daily Profiles  
The following Daily Profiles are created –  
1. GEHC-Recommendations-No After Hour Events (Modulating) = 7 AM On 




Figure 18 - GEHC-Recommendations-No After Hours-Pro file 
 
2. GEHC-Recommendations- After Hour Events (Modulating) = 7 AM On – 9 
AM  Off  – 4 PM On – 11 PM Off  
 
 






Weekly Profiles  
The following Weekly Profiles were created –  
1. GEHC-Recommendations-Heavy Week : Full 7 day week with After Hours 
from Thursday to Sunday 
 
 
Figure 20 - GEHC-Recommendations-Heavy Week-Profile  
 
Annual Profiles  
The following Annual Profiles were created –  





Figure 21 - GEHC-Recommendations-Heavy Year-Profile  
 
Results of the Simulation of Recommendations 
Overall Energy Consumption (Refer Appendix G for De tailed Output) 
 We find that the overall annual energy consumption has been reduced to 
2404795 KWh. 
Overall Lighting Energy Consumption (Refer Appendix  G for Detailed 
Output) 
 We find that the overall annual energy consumed by lighting has been 







ANALYSIS OF RESULTS 
Analysis of Results 
 As we have established previously that the results of simulating the 
energy consumption of this facility as operated are not too far off from the actual 
consumption data, we may reasonably conclude that the savings resulting from 
the optimization recommendations will not be too far off from those achieved in 
reality, as a percentage of the actual consumption. 
Overview of Results 
 After the implementation of the lighting reduction recommendations, the 
overall energy use has decreased from 2669233 KWh to 2404795 KWh.  This 
represents a decrease of 10%  and translates into an annual savings of 
$21,155.05 at a rate of $0.08292/KWh. 
 

























Summary of Results  
 Through building simulation methods, a simulated baseline consumption 
level of the building, as currently operated, was established as 2669223 
KWh/year.  Recommendations were made to reduce consumption, and the 
results of the simulation of these recommendations yielded a 10% reduction in 
consumption annually, translating into an annual savings of $21,155.05 at a utility 
rate of $0.08292/KWh.  This rate was calculated by the simple procedure of 
dividing the facility’s previous annual consumption by their annual expenditure on 
electric power. 
Thoughts on the Procedure of the Study 
 In keeping with the objective of reducing the energy consumption of the 
GEHC using solely the manipulation of operation schedules, without any other 
interventions, this study exclusively uses building simulation as the tool with 
which to predict savings.   
Building simulation tools, however, provide little or no insight into their core 
methodologies – they are virtually ‘black boxes’ [7] offering control only over the 
assumptions and inputs incorporated into the building model, and interactions are 
inferred rather than illuminated.   This creates an inability to map any changes in 
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assumptions directly to consequences in consumption, making the prediction of 
the effectiveness of any optimization recommendations more an art than a 
science.  The simulation programs also simplify the operation of the building into 
a series of presets, which do not account for the far greater complexity 
associated with the actual operation and occupancies of a building, thus 
introducing another element of uncertainty into the final predictions. 
The same holds true for the daylighting analysis performed using the 
RadianceIES module of IES-VE Pro 6.4, which is itself based on a software 
program called Radiance, developed by the Lawrence Berkeley National 
Laboratories.  There is no measure of the accuracy of this software, though it is 




DETAILS OF THE ASSUMPTIONS MADE IN THE ORIGINAL 
EQUEST MODEL 
Categorization of the Assumptions made in the origi nal eQuest Model 
 The assumptions made in the original eQuest model have been 
categorized as follows –  
1. Annual Schedules 
2. Weekly Schedules 
3. Daily Schedules 
4. Building and Shell 
5. Water-side HVAC 
6. Air-side HVAC 
7. Meters 
The assumptions are presented in a tabulated form using all original naming and 





Table 6. Annual Schedules   
Annual Schedule Week Schedule Ending Month 
Ending 
Day 
Grnd Flr Occ Sch Grnd Flr Occ 1/0 W1 12 31 
Grnd Flr Ltg Sch Grnd Flr Ltg 1/0 W1 12 31 
Grnd Flr Eqp Sch Grnd Flr Eqp 1/0 W1 12 31 
Grnd Flr Sys1 Cool Sch Grnd Flr Sys1 Cool 1/0 W1 12 31 
Grnd Flr Sys1 Heat Sch Grnd Flr Sys1 Heat 1/0 W1 12 31 
Grnd Flr Sys1 Infil Sch Grnd Flr Sys1 Infil 1/0 W1 12 31 
Top Flr Occ Sch Top Flr Occ 1/0 W1 12 31 
Top Flr Ltg Sch Top Flr Ltg 1/0 W1 12 31 
Top Flr Eqp Sch Top Flr Eqp 1/0 W1 12 31 
Top Flr Sys1 Cool Sch Top Flr Sys1 Cool 1/0 W1 12 31 
Top Flr Sys1 Heat Sch Top Flr Sys1 Heat 1/0 W1 12 31 
Top Flr Sys1 Infil Sch Top Flr Sys1 Infil 1/0 W1 12 31 
Sys1 (VAVS) Fan Sch Sys1 (VAVS) Fans W1 12 31 
Custom Elec Season Sched Custom Elec Seas1 Week 12 31 
Custom Gas Season Sched Custom Gas Seas1 Week 12 31 
Annual Schedule 17 Week Schedule ON/OFF 12 31 
ratchet schedule ratchweek 12 31 
Sh Week Schedule ON/OFF 12 31 
OS lighting SCH OS lighting W1 12 31 
Dirt Depre Windows Dirt Win WK 12 31 




Table 7. Weekly Schedules    
Week Schedule Name Schedule Type Monday Schedule Tuesday Schedule Wednesday Schedule  
Grnd Flr Occ 1/0 W1 Fraction Grnd Flr Occ 1/0 D2 Grnd Flr Occ 1/0 D2 Grnd Flr Occ 1/0 D2 
Grnd Flr Ltg 1/0 W1 Fraction Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D2 
Grnd Flr Eqp 1/0 W1 Fraction Grnd Flr Eqp 1/0 D2 Grnd Flr Eqp 1/0 D2 Grnd Flr Eqp 1/0 D2 
Top Flr Occ 1/0 W1 Fraction Top Flr Occ 1/0 D2 Top Flr Occ 1/0 D2 Top Flr Occ 1/0 D2 
Top Flr Ltg 1/0 W1 Fraction Top Flr Ltg 1/0 D2 Top Flr Ltg 1/0 D2 Top Flr Ltg 1/0 D2 
Top Flr Eqp 1/0 W1 Fraction Top Flr Eqp 1/0 D2 Top Flr Eqp 1/0 D2 Top Flr Eqp 1/0 D2 
OS lighting W1 Fraction OS lighting D2 OS lighting D2 OS lighting D2 
Dirt Win WK Fraction Dirt Win DY Dirt Win DY Dirt Win DY 
Grnd Flr Sys1 Cool 1/0 W1 Temperature Grnd Flr Sys1 Cool 1/0 D2 Grnd Flr Sys1 Cool 1/0 D2 
Grnd Flr Sys1 Cool 1/0 
D2 
Grnd Flr Sys1 Heat 1/0 W1 Temperature Grnd Flr Sys1 Heat 1/0 D2 Grnd Flr Sys1 Heat 1/0 D2 Grnd Flr Sys1 Heat 1/0 
D2 
Top Flr Sys1 Cool 1/0 W1 Temperature Top Flr Sys1 Cool 1/0 D2 Top Flr Sys1 Cool 1/0 D2 Top Flr Sys1 Cool 1/0 D2 
Top Flr Sys1 Heat 1/0 W1 Temperature Top Flr Sys1 Heat 1/0 D2 Top Flr Sys1 Heat 1/0 D2 Top Flr Sys1 Heat 1/0 D2 
Grnd Flr Sys1 Infil 1/0 W1 Multiplier Grnd Flr Sys1 Inf 1/0/1 D2 Grnd Flr Sys1 Inf 1/0/1 D2 Grnd Flr Sys1 Inf 1/0/1 
D2 
Top Flr Sys1 Infil 1/0 W1 Multiplier Top Flr Sys1 Inf 1/0/1 D2 Top Flr Sys1 Inf 1/0/1 D2 Top Flr Sys1 Inf 1/0/1 D2 
Sys1 (VAVS) Fans W1 On/Off Sys1 (VAVS) Fans D1-2 Sys1 (VAVS) Fans D1-2 Sys1 (VAVS) Fans D1-2 




Table 7 (Cont’d) 
Week Schedule Name Schedule Type Thursday Schedule Friday Schedule Saturday Schedule  
Grnd Flr Occ 1/0 W1 Fraction Grnd Flr Occ 1/0 D2 Grnd Flr Occ 1/0 D2 Grnd Flr Occ 1/0 D1 
Grnd Flr Ltg 1/0 W1 Fraction Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D2 
Grnd Flr Eqp 1/0 W1 Fraction Grnd Flr Eqp 1/0 D2 Grnd Flr Eqp 1/0 D2 Grnd Flr Eqp 1/0 D1 
Top Flr Occ 1/0 W1 Fraction Top Flr Occ 1/0 D2 Top Flr Occ 1/0 D2 Top Flr Occ 1/0 D1 
Top Flr Ltg 1/0 W1 Fraction Top Flr Ltg 1/0 D2 Top Flr Ltg 1/0 D2 Top Flr Ltg 1/0 D1 
Top Flr Eqp 1/0 W1 Fraction Top Flr Eqp 1/0 D2 Top Flr Eqp 1/0 D2 Top Flr Eqp 1/0 D1 
OS lighting W1 Fraction OS lighting D2 OS lighting D2 OS lighting D1 
Dirt Win WK Fraction Dirt Win DY Dirt Win DY Dirt Win DY 
Grnd Flr Sys1 Cool 1/0 W1 Temperature Grnd Flr Sys1 Cool 1/0 D2 Grnd Flr Sys1 Cool 1/0 D2 
Grnd Flr Sys1 Cool 1/0 
D1 
Grnd Flr Sys1 Heat 1/0 W1 Temperature Grnd Flr Sys1 Heat 1/0 D2 Grnd Flr Sys1 Heat 1/0 D2 Grnd Flr Sys1 Heat 1/0 D1 
Top Flr Sys1 Cool 1/0 W1 Temperature Top Flr Sys1 Cool 1/0 D2 Top Flr Sys1 Cool 1/0 D2 Top Flr Sys1 Cool 1/0 D1 
Top Flr Sys1 Heat 1/0 W1 Temperature Top Flr Sys1 Heat 1/0 D2 Top Flr Sys1 Heat 1/0 D2 Top Flr Sys1 Heat 1/0 D1 
Grnd Flr Sys1 Infil 1/0 W1 Multiplier Grnd Flr Sys1 Inf 1/0/1 D2 Grnd Flr Sys1 Inf 1/0/1 D2 Grnd Flr Sys1 Inf 1/0/1 D1 
Top Flr Sys1 Infil 1/0 W1 Multiplier Top Flr Sys1 Inf 1/0/1 D2 Top Flr Sys1 Inf 1/0/1 D2 Top Flr Sys1 Inf 1/0/1 D1 
Sys1 (VAVS) Fans W1 On/Off Sys1 (VAVS) Fans D1-2 Sys1 (VAVS) Fans D1-2 Sys1 (VAVS) Fans D1-1 
ratchweek On/Off ratchday ratchday ratchday 
Table 7 (Cont’d)
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Table 7 (Cont’d) 
Week Schedule Name Schedule Type Sunday Schedule Holiday Schedule 
Grnd Flr Occ 1/0 W1 Fraction Grnd Flr Occ 1/0 D1 Grnd Flr Occ 1/0 D1 
Grnd Flr Ltg 1/0 W1 Fraction Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D1 
Grnd Flr Eqp 1/0 W1 Fraction Grnd Flr Eqp 1/0 D1 Grnd Flr Eqp 1/0 D1 
Top Flr Occ 1/0 W1 Fraction Top Flr Occ 1/0 D1 Top Flr Occ 1/0 D1 
Top Flr Ltg 1/0 W1 Fraction Top Flr Ltg 1/0 D1 Top Flr Ltg 1/0 D1 
Top Flr Eqp 1/0 W1 Fraction Top Flr Eqp 1/0 D1 Top Flr Eqp 1/0 D1 
OS lighting W1 Fraction OS lighting D1 OS lighting D1 
Dirt Win WK Fraction Dirt Win DY Dirt Win DY 
Grnd Flr Sys1 Cool 1/0 W1 Temperature Grnd Flr Sys1 Cool 1/0 D1 Grnd Flr Sys1 Cool 1/0 D1 
Grnd Flr Sys1 Heat 1/0 W1 Temperature Grnd Flr Sys1 Heat 1/0 D1 Grnd Flr Sys1 Heat 1/0 D1 
Top Flr Sys1 Cool 1/0 W1 Temperature Top Flr Sys1 Cool 1/0 D1 Top Flr Sys1 Cool 1/0 D1 
Top Flr Sys1 Heat 1/0 W1 Temperature Top Flr Sys1 Heat 1/0 D1 Top Flr Sys1 Heat 1/0 D1 
Grnd Flr Sys1 Infil 1/0 W1 Multiplier Grnd Flr Sys1 Inf 1/0/1 D1 Grnd Flr Sys1 Inf 1/0/1 D1 
Top Flr Sys1 Infil 1/0 W1 Multiplier Top Flr Sys1 Inf 1/0/1 D1 Top Flr Sys1 Inf 1/0/1 D1 
Sys1 (VAVS) Fans W1 On/Off Sys1 (VAVS) Fans D1-1 Sys1 (VAVS) Fans D1-1 




Week Schedule Name Schedule Type 
Heating Design Day 
Schedule 
Cooling Design Day 
Schedule 
Grnd Flr Occ 1/0 W1 Fraction Grnd Flr Occ 1/0 D2 Grnd Flr Occ 1/0 D2 
Grnd Flr Ltg 1/0 W1 Fraction Grnd Flr Ltg 1/0 D2 Grnd Flr Ltg 1/0 D2 
Grnd Flr Eqp 1/0 W1 Fraction Grnd Flr Eqp 1/0 D2 Grnd Flr Eqp 1/0 D2 
Top Flr Occ 1/0 W1 Fraction Top Flr Occ 1/0 D2 Top Flr Occ 1/0 D2 
Top Flr Ltg 1/0 W1 Fraction Top Flr Ltg 1/0 D2 Top Flr Ltg 1/0 D2 
Top Flr Eqp 1/0 W1 Fraction Top Flr Eqp 1/0 D2 Top Flr Eqp 1/0 D2 
OS lighting W1 Fraction OS lighting D2 OS lighting D2 
Dirt Win WK Fraction Dirt Win DY Dirt Win DY 
Grnd Flr Sys1 Cool 1/0 W1 Temperature Grnd Flr Sys1 Cool 1/0 D2 Grnd Flr Sys1 Cool 1/0 D2 
Grnd Flr Sys1 Heat 1/0 W1 Temperature Grnd Flr Sys1 Heat 1/0 D2 Grnd Flr Sys1 Heat 1/0 D2 
Top Flr Sys1 Cool 1/0 W1 Temperature Top Flr Sys1 Cool 1/0 D2 Top Flr Sys1 Cool 1/0 D2 
Top Flr Sys1 Heat 1/0 W1 Temperature Top Flr Sys1 Heat 1/0 D2 Top Flr Sys1 Heat 1/0 D2 
Grnd Flr Sys1 Infil 1/0 W1 Multiplier Grnd Flr Sys1 Inf 1/0/1 D2 Grnd Flr Sys1 Inf 1/0/1 D2 
Top Flr Sys1 Infil 1/0 W1 Multiplier Top Flr Sys1 Inf 1/0/1 D2 Top Flr Sys1 Inf 1/0/1 D2 
Sys1 (VAVS) Fans W1 On/Off Sys1 (VAVS) Fans D1-2 Sys1 (VAVS) Fans D1-2 




Table 8. Daily Schedules  




Mdnt-1AM  1-2AM 2-3AM 3-4AM 4-5AM 5-6AM 6-7AM 7-8AM 
Grnd Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Grnd Flr Occ 1/0 D2 Fractional 0 0 0 0 0 0 0 0 
Grnd Flr Ltg 1/0 D1 Fractional 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 
Grnd Flr Ltg 1/0 D2 Fractional 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 
Grnd Flr Eqp 1/0 D1 Fractional 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 
Grnd Flr Eqp 1/0 D2 Fractional 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 
Top Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Top Flr Occ 1/0 D2 Fractional 0 0 0 0 0 0 0 0 
Top Flr Ltg 1/0 D1 Fractional 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 
Top Flr Ltg 1/0 D2 Fractional 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 
Top Flr Eqp 1/0 D1 Fractional 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 
Top Flr Eqp 1/0 D2 Fractional 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 
OS lighting D1 Fractional 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 
OS lighting D2 Fractional 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 
Dirt Win DY Fractional 1 1 1 1 1 1 1 1 
Grnd Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Grnd Flr Sys1 Cool 1/0 D2 Temperature 82 82 82 82 82 82 77 72 
Grnd Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Grnd Flr Sys1 Heat 1/0 D2 Temperature 55 55 55 55 55 55 60 63 
Top Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Top Flr Sys1 Cool 1/0 D2 Temperature 82 82 82 82 82 82 77 72 
Top Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Top Flr Sys1 Heat 1/0 D2 Temperature 55 55 55 55 55 55 60 63 
Sys1 (VAVS) Fans D1-1 On/Off 0 0 0 0 0 0 0 0 
Sys1 (VAVS) Fans D1-2 On/Off 0 0 0 0 0 0 1 1 




Table 8 (Cont’d) 










1PM 1-2PM 2-3PM 3-4PM 
Grnd Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Grnd Flr Occ 1/0 D2 Fractional 0 0 0.7 0.7 0.7 0.7 0.7 0.7 
Grnd Flr Ltg 1/0 D1 Fractional 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 
Grnd Flr Ltg 1/0 D2 Fractional 0.0408 0.4204 0.8 0.8 0.8 0.8 0.8 0.8 
Grnd Flr Eqp 1/0 D1 Fractional 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 
Grnd Flr Eqp 1/0 D2 Fractional 0.1421 0.1421 0.7 0.7 0.7 0.7 0.7 0.7 
Top Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Top Flr Occ 1/0 D2 Fractional 0 0 0.7 0.7 0.7 0.7 0.7 0.7 
Top Flr Ltg 1/0 D1 Fractional 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 
Top Flr Ltg 1/0 D2 Fractional 0.0342 0.4171 0.8 0.8 0.8 0.8 0.8 0.8 
Top Flr Eqp 1/0 D1 Fractional 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 
Top Flr Eqp 1/0 D2 Fractional 0.1579 0.1579 0.7 0.7 0.7 0.7 0.7 0.7 
OS lighting D1 Fractional 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 
OS lighting D2 Fractional 0.0142 0.3171 0.6 0.6 0.6 0.6 0.6 0.6 
Dirt Win DY Fractional 1 1 1 1 1 1 1 1 
Grnd Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Grnd Flr Sys1 Cool 1/0 D2 Temperature 72 72 72 72 72 72 72 72 
Grnd Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Grnd Flr Sys1 Heat 1/0 D2 Temperature 66 66 66 66 66 66 66 66 
Top Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Top Flr Sys1 Cool 1/0 D2 Temperature 72 72 72 72 72 72 72 72 
Top Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Top Flr Sys1 Heat 1/0 D2 Temperature 66 66 66 66 66 66 66 66 
Sys1 (VAVS) Fans D1-1 On/Off 0 0 0 0 0 0 0 0 
Sys1 (VAVS) Fans D1-2 On/Off 1 1 1 1 1 1 1 1 




Table 8 (Cont’d) 









Grnd Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Grnd Flr Occ 1/0 D2 Fractional 0.7 0.7 0 0 0 0 0 0 
Grnd Flr Ltg 1/0 D1 Fractional 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 
Grnd Flr Ltg 1/0 D2 Fractional 0.8 0.8 0.0408 0.0408 0.0408 0.0408 0.0408 0.0408 
Grnd Flr Eqp 1/0 D1 Fractional 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 
Grnd Flr Eqp 1/0 D2 Fractional 0.7 0.7 0.1421 0.1421 0.1421 0.1421 0.1421 0.1421 
Top Flr Occ 1/0 D1 Fractional 0 0 0 0 0 0 0 0 
Top Flr Occ 1/0 D2 Fractional 0.7 0.7 0 0 0 0 0 0 
Top Flr Ltg 1/0 D1 Fractional 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 0.0342 
Top Flr Ltg 1/0 D2 Fractional 0.8 0.8 0.4171 0.0342 0.0342 0.0342 0.0342 0.0342 
Top Flr Eqp 1/0 D1 Fractional 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 
Top Flr Eqp 1/0 D2 Fractional 0.7 0.7 0.1579 0.1579 0.1579 0.1579 0.1579 0.1579 
OS lighting D1 Fractional 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 0.0142 
OS lighting D2 Fractional 0.6 0.6 0.3171 0.0142 0.0142 0.0142 0.0142 0.0142 
Dirt Win DY Fractional 1 1 1 1 1 1 1 1 
Grnd Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Grnd Flr Sys1 Cool 1/0 D2 Temperature 72 72 82 82 82 82 82 82 
Grnd Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Grnd Flr Sys1 Heat 1/0 D2 Temperature 66 66 55 55 55 55 55 55 
Top Flr Sys1 Cool 1/0 D1 Temperature 82 82 82 82 82 82 82 82 
Top Flr Sys1 Cool 1/0 D2 Temperature 72 72 82 82 82 82 82 82 
Top Flr Sys1 Heat 1/0 D1 Temperature 55 55 55 55 55 55 55 55 
Top Flr Sys1 Heat 1/0 D2 Temperature 66 66 55 55 55 55 55 55 
Sys1 (VAVS) Fans D1-1 On/Off 0 0 0 0 0 0 0 0 
Sys1 (VAVS) Fans D1-2 On/Off 1 1 1 0 0 0 0 0 
ratchday On/Off 1 1 1 1 1 1 1 1 
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Table 9. Building and Shell      





Ground Flr Classrm (G.SSW2) Ground Flr Conditioned 
Exhibit Display / 
Museum (62%) 
70 
Grnd Flr Occ 
Sch 
Mech 1 (G.WSW3) Ground Flr Conditioned Exhibit Display / 
Museum (62%) 
70 Grnd Flr Occ 
Sch 
Mech 2 (G.E4) Ground Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 
Grnd Flr Occ 
Sch 
Conditioned Mech (G.S8) Ground Flr Conditioned Exhibit Display / 
Museum (62%) 
70 Grnd Flr Occ 
Sch 
Mech 3 (G.WNW9) Ground Flr Conditioned Exhibit Display / Museum (62%) 70 
Grnd Flr Occ 
Sch 
Blue Planet (T.E10) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
Upper Classrms 1 (T.SSW11) Top Flr Conditioned Exhibit Display / 
Museum (62%) 
70 Top Flr Occ Sch 
Upper Classrms 2 (T.WSW12) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
Corridor1(T.E13) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
Office (T.N14) Top Flr Conditioned Exhibit Display / 
Museum (62%) 
70 Top Flr Occ Sch 
Corridor 2 (T.W15) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
Display 1 (T.N16) Top Flr Conditioned Exhibit Display / 
Museum (62%) 
70 Top Flr Occ Sch 
Corridor 3 (T.S17) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
Display 2 (T.WNW18) Top Flr Conditioned 
Exhibit Display / 
Museum (62%) 70 Top Flr Occ Sch 
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Table 9 (Cont’d) 
Space Name Area/Person (ft2) 
Number 





People Sens People Lat 
        Btu/h-person 
Ground Flr Classrm (G.SSW2) 80 60.68  450 249 212 
Mech 1 (G.WSW3) 2000 1.73  450 249 212 
Mech 2 (G.E4) 2000 1.74  450 249 212 
Conditioned Mech (G.S8) 2000 2.42  450 249 212 
Mech 3 (G.WNW9) 2000 1.04  450 249 212 
Blue Planet (T.E10) 80 69.3  450 248 203 
Upper Classrms 1 (T.SSW11) 80 60.68  450 248 203 
Upper Classrms 2 (T.WSW12) 80 43.31  450 248 203 
Corridor1(T.E13) 80 43.38  450 248 203 
Office (T.N14) 80 77.96  450 248 203 
Corridor 2 (T.W15) 80 26.02  450 248 203 
Display 1 (T.N16) 80 17.32  450 248 203 
Corridor 3 (T.S17) 80 60.51  450 248 203 













Table 9 (Cont’d) 










Ground Flr Classrm (G.SSW2) 1.6 Grnd Flr Ltg Sch Sus Fluor 0 Grnd Flr Occ Sch 
Mech 1 (G.WSW3) 1.6 Grnd Flr Ltg Sch Sus Fluor 0 Grnd Flr Occ Sch 
Mech 2 (G.E4) 1.6 Grnd Flr Ltg Sch Sus Fluor 0 Grnd Flr Occ Sch 
Conditioned Mech (G.S8) 1.6 Grnd Flr Ltg Sch Sus Fluor 0 Grnd Flr Occ Sch 
Mech 3 (G.WNW9) 1.6 Grnd Flr Ltg Sch Sus Fluor 0 Grnd Flr Occ Sch 
Blue Planet (T.E10) 1.6 Top Flr Ltg Sch Sus Fluor 1 Top Flr Occ Sch 
Upper Classrms 1 (T.SSW11) 1.6 Top Flr Ltg Sch Sus Fluor 0 Top Flr Occ Sch 
Upper Classrms 2 (T.WSW12) 1.6 Top Flr Ltg Sch Sus Fluor 0 Top Flr Occ Sch 
Corridor1(T.E13) 1.6 Top Flr Ltg Sch Sus Fluor 1 Top Flr Occ Sch 
Office (T.N14) 1.6 Top Flr Ltg Sch Sus Fluor 0.15 Top Flr Occ Sch 
Corridor 2 (T.W15) 1.6 Top Flr Ltg Sch Sus Fluor 1 Top Flr Occ Sch 
Display 1 (T.N16) 1.6 Top Flr Ltg Sch Sus Fluor 1 Top Flr Occ Sch 
Corridor 3 (T.S17) 1.6 Top Flr Ltg Sch Sus Fluor 1 Top Flr Occ Sch 















Table 9 (Cont’d) 
















Ground Flr Classrm 
(G.SSW2) 
Grnd Flr 
Eqp Sch 1.2 
Grnd Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Mech 1 (G.WSW3) Grnd Flr 
Eqp Sch 
1.2 Grnd Flr Sys1 
Infil Sch 
0.005 Heavy 2 0.2 
Mech 2 (G.E4) Grnd Flr Eqp Sch 1.2 
Grnd Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Conditioned Mech (G.S8) Grnd Flr Eqp Sch 1.2 
Grnd Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Mech 3 (G.WNW9) Grnd Flr 
Eqp Sch 
1.2 Grnd Flr Sys1 
Infil Sch 
0.005 Heavy 2 0.2 
Blue Planet (T.E10) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 





Top Flr Sys1 
Infil Sch 
0.005 Heavy 2 0.2 
Upper Classrms 2 
(T.WSW12) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Corridor1(T.E13) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Office (T.N14) Top Flr 
Eqp Sch 
1.2 Top Flr Sys1 
Infil Sch 
0.005 Heavy 2 0.2 
Corridor 2 (T.W15) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Display 1 (T.N16) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 
Infil Sch 0.005 Heavy 2 0.2 
Corridor 3 (T.S17) Top Flr 
Eqp Sch 
1.2 Top Flr Sys1 
Infil Sch 
0.005 Heavy 2 0.2 
Display 2 (T.WNW18) 
Top Flr 
Eqp Sch 1.2 
Top Flr Sys1 








Method Absorptance  Roughness  
U-Value 
(Btu/h-ft2-F) Layers 
EWall Construction Layers Input 0.6 3 0.172 Granite layers 
Roof Construction Layers Input 0.6 1 0.053 Roof Cons Layers 
IWall Construction U-Value Input 0.7 3 2.7 n/a 
IFlr Construction Layers Input 0.7 3 0.813 IFlr Cons Layers 
UFCons (G.E1.U2) Layers Input 0.7 3 0.106 Earth Layers 
Earth Wall Layers Input 0.7 3 0.106 Earth Layers 
e roof U-Value Input 0.7 3 0.067 n/a 
Stone Wall Layers Input 0.7 3 0.172 Granite layers 
Sod Roof Layers Input 0.2 3 0.039 Sod Roof Layers 











Material 1 Thickness 1 (ft) Material 2 
Thickness 2 
(ft) 
Roof Cons Layers 0.68 Blt-Up Roof 3/8in (BR01) 0.031 Polyisocyanurate 2in 0.167 
IFlr Cons Layers 0.68 Conc HW 140lb 6in (HF-C13) 0.5 Linoleum Tile (LT01) n/a 
Earth Layers 0.68 Light Soil, Damp 12in 1 Underground Wall Ins n/a 
UFLyrs 
(G.SSW2.U3) 0.68 UFMat (G.SSW2.U3.M1) n/a Light Soil, Damp 12in 1 
UFLyrs 
(G.WSW3.U4) 
0.68 UFMat (G.WSW3.U4.M1) n/a Light Soil, Damp 12in 1 
UFLyrs (G.E4.U5) 0.68 UFMat (G.E4.U5.M1) n/a Light Soil, Damp 12in 1 
UFLyrs (G.N5.U6) 0.68 UFMat (G.N5.U6.M1) n/a Light Soil, Damp 12in 1 
UFLyrs (G.W6.U7) 0.68 UFMat (G.W6.U7.M1) n/a Light Soil, Damp 12in 1 
UFLyrs (G.N7.U8) 0.68 UFMat (G.N7.U8.M1) n/a Light Soil, Damp 12in 1 
UFLyrs (G.S8.U9) 0.68 UFMat (G.S8.U9.M1) n/a Light Soil, Damp 12in 1 
UFLyrs 
(G.WNW9.U10) 0.68 UFMat (G.WNW9.U10.M1) n/a Light Soil, Damp 12in 1 
Granite layers 0.68 Stone Granite 0.33 Wall Ins n/a 
Sod Roof Layers 0.68 Light Soil, Damp 12in 1 2 inch EPI n/a 













Table 11 (Cont’d) 
Layer Name Material 3 Thickness 3 (ft) Material 4 
Roof Cons Layers Plywd 5/8in (PW04) 0.052 Roof Cons Mat 4 (2.8) 
IFlr Cons Layers  n/a  
Earth Layers Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.SSW2.U3) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.WSW3.U4) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.E4.U5) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.N5.U6) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.W6.U7) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.N7.U8) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.S8.U9) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
UFLyrs (G.WNW9.U10) Conc HW 140lb 8in (HF-C10) 0.667 Linoleum Tile (LT01) 
Granite layers  n/a  
Sod Roof Layers Roof Cons Mat 4 (2.8) n/a  
Granite & Concrete conc2 0.66  
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Roof Cons Mat 4 (2.8) Resistance n/a n/a n/a n/a 38.382 
UFMat (G.E1.U2.M1) Resistance n/a n/a n/a n/a 97.16 
UFMat 
(G.SSW2.U3.M1) 
Resistance n/a n/a n/a n/a 155.25 
UFMat 
(G.WSW3.U4.M1) Resistance n/a n/a n/a n/a 38.012 
UFMat (G.E4.U5.M1) Resistance n/a n/a n/a n/a 24.06 
UFMat (G.N5.U6.M1) Resistance n/a n/a n/a n/a 16.648 
UFMat (G.W6.U7.M1) Resistance n/a n/a n/a n/a 28.722 
UFMat (G.N7.U8.M1) Resistance n/a n/a n/a n/a 56.936 
UFMat (G.S8.U9.M1) Resistance n/a n/a n/a n/a 6 
UFMat 
(G.WNW9.U10.M1) 
Resistance n/a n/a n/a n/a n/a 
Underground Wall Ins Resistance n/a n/a n/a n/a 5 
Stone Granite Properties 0.33 2.5 180  18 
Wall Ins Resistance n/a n/a n/a n/a 8 
2 inch EPI & furring Resistance n/a n/a n/a n/a n/a 
4 inch steel stud Resistance n/a n/a n/a n/a 20 
conc2 Properties 0.66 1.5 140  n/a 
2 inch EPI Resistance n/a n/a n/a n/a n/a 
Blt-Up Roof 3/8in 
(BR01) Properties 0.031 0.0939 70  n/a 
Polyisocyanurate 2in Properties 0.167 0.0117 2  n/a 
Plywd 5/8in (PW04) Properties 0.052 0.0667 34  n/a 
Conc HW 140lb 6in 
(HF-C13) 
Properties 0.5 1 140  n/a 
Linoleum Tile (LT01) Resistance n/a n/a n/a n/a 0.05 
Light Soil, Damp 12in Properties 1 0.5 100  n/a 
Conc HW 140lb 8in 
(HF-C10) 
Properties 0.667 1 140  n/a 
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ASHRAE 90.1 2470 Glass Library 2470 1.47 0.9 0.84 
AFG Gwinnett GT Glass Library AFG 
Gwinnett 
1.47 0.9 0.84 




Table 14. Glass Type Codes      








A Bronze Double A 2 0.53 2.68 0.117 0.124 
Clear Double 
Al 
Clear Double Al 2 0.76 2.68 0.184 0.229 
TC88 Clear TC88 Clear 3 0.47 0.81 0.273 0.222 
SC75 Clear SC75 Clear 3 0.34 0.98 0.519 0.352 
HMTC88 AZlte HMTC88 AZlte 3 0.36 0.82 0.164 0.195 
HMSC75 AZlte HMSC75 AZlte 3 0.29 0.99 0.264 0.294 
Clear Double 
Wo Clear Double Wo 2 0.67 2.53 0.184 0.229 
VE 12M 
Double, VE 12M Double, 2 0.38 1.64 0.337 0.197 
VE 22M 
Double, VE 22M Double, 2 0.32 1.64 0.332 0.191 
HM77 Gray 
Doubl 
HM77 Gray Doubl 3 0.35 1.25 0.242 0.179 
HM88 Double, 
Wo HM88 Double, Wo 3 0.58 1.31 0.313 0.284 
PPG Azlte 
Doubl 
PPG Azlte Doubl 2 0.39 2.64 0.174 0.219 
PPG SolBan 
Doub PPG SolBan Doub 2 0.39 1.65 0.33 0.204 
AFG Gwinnett AFG Gwinnett 2 0.41 1.72 0.243 0.182 
2470 
Dbl Ref-D Tint 



























Bronze Double A    101 101 0 0 5.7 5.7 0 0 
Clear Double Al    103 103 0 0 5.7 5.7 0 0 
TC88 Clear    103 1511 103 0 5.7 0.1 5.7 0 
SC75 Clear    103 1510 103 0 5.7 0.1 5.7 0 
HMTC88 AZlte    5032 1511 5032 0 2.3 0.1 2.3 0 
HMSC75 AZlte    5032 1510 5032 0 2.3 0.1 2.3 0 
Clear Double Wo    103 103 0 0 5.7 5.7 0 0 
VE 12M Double,    6046 103 0 0 5.7 5.7 0 0 
VE 22M Double,    6051 103 0 0 5.7 5.7 0 0 
HM77 Gray Doubl    104 1505 104 0 3.1 0.1 3.1 0 
HM88 Double, 
Wo    102 1506 102 0 3 0.1 3 0 
PPG Azlte Doubl    5036 5012 0 0 5.7 5.7 0 0 
PPG SolBan 
Doub 
   5284 103 0 0 5.7 5.7 0 0 
AFG Gwinnett    783 103 0 0 5.6 5.7 0 0 
2470 25.47 3.25 7.99 270 3 0 0 6 6 0 0 






































Bronze Double A 0.84 0.84 0 0 0.84 0.84 0 0 
Clear Double Al 0.84 0.84 0 0 0.84 0.84 0 0 
TC88 Clear 0.84 0.127 0.84 0 0.84 0.109 0.84 0 
SC75 Clear 0.84 0.755 0.84 0 0.84 0.055 0.84 0 
HMTC88 AZlte 0.84 0.127 0.84 0 0.84 0.109 0.84 0 
HMSC75 AZlte 0.84 0.755 0.84 0 0.84 0.055 0.84 0 
Clear Double 
Wo 0.84 0.84 0 0 0.84 0.84 0 0 
VE 12M Double, 0.84 0.84 0 0 0.04 0.84 0 0 
VE 22M Double, 0.84 0.84 0 0 0.04 0.84 0 0 
HM77 Gray 
Doubl 
0.84 0.07 0.84 0 0.84 0.755 0.84 0 
HM88 Double, 
Wo 
0.84 0.122 0.84 0 0.84 0.755 0.84 0 
PPG Azlte Doubl 0.84 0.84 0 0 0.84 0.84 0 0 
PPG SolBan 
Doub 0.84 0.84 0 0 0.043 0.84 0 0 
AFG Gwinnett 0.84 0.84 0 0 0.079 0.84 0 0 
2470 0.84 0.84 0 0 0.82 0.84 0 0 










Table 14 (Cont’d) 






4 Gas 1 Gas 2 Gas 3 Gas 4 
Bronze Double A 174.2 174.2 0 0 Air Air Air Air 
Clear Double Al 175 175 0 0 Air Air Air Air 
TC88 Clear 175 1839.7 175 0 Argon Argon Air Air 
SC75 Clear 175 1839.7 175 0 Argon Argon Air Air 
HMTC88 AZlte 442.4 1839.7 442.4 0 Argon Argon Air Air 
HMSC75 AZlte 442.4 1839.7 442.4 0 Argon Argon Air Air 
Clear Double 
Wo 175 175 0 0 Argon Air Air Air 
VE 12M Double, 176.7 175 0 0 Air Air Air Air 
VE 22M Double, 176.7 175 0 0 Air Air Air Air 
HM77 Gray 
Doubl 320.1 1839.7 320.1 0 Air Air Air Air 
HM88 Double, 
Wo 
328.1 1839.7 328.1 0 Air Air Air Air 
PPG Azlte Doubl 176.5 176.5 0 0 Air Air Air Air 
PPG SolBan 
Doub 
176.5 175 0 0 Air Air Air Air 
AFG Gwinnett 178.1 175 0 0 Air Air Air Air 
2470 150 150 0 0 Air Air Air Air 











Table 14 (Cont’d) 


















Double A 12.7 0 0 0.024 0 0 7.76 0 0 
Clear Double 
Al 
12.7 0 0 0.024 0 0 7.76 0 0 
TC88 Clear 12.7 12.7 0 0.016 0.016 0 5.149 5.149 0 
SC75 Clear 12.7 12.7 0 0.016 0.016 0 5.149 5.149 0 
HMTC88 
AZlte 
12.7 12.7 0 0.016 0.016 0 5.149 5.149 0 
HMSC75 
AZlte 12.7 12.7 0 0.016 0.016 0 5.149 5.149 0 
Clear Double 
Wo 12.7 0 0 0.016 0 0 5.149 0 0 
VE 12M 
Double, 12.7 0 0 0.024 0 0 7.76 0 0 
VE 22M 
Double, 12.7 0 0 0.024 0 0 7.76 0 0 
HM77 Gray 
Doubl 12.7 12.7 0 0.024 0.024 0 7.76 7.76 0 
HM88 Double, 
Wo 12.7 12.7 0 0.024 0.024 0 7.76 7.76 0 
PPG Azlte 
Doubl 12.7 0 0 0.024 0 0 7.76 0 0 
PPG SolBan 
Doub 
12.7 0 0 0.024 0 0 7.76 0 0 
AFG Gwinnett 12.7 0 0 0.024 0 0 7.76 0 0 
2470 6.3 0 0 0.024 0 0 7.6 0 0 
4651 7.9 3.2 7.9 0.009 0.009 0.009 2.8 2.8 2.8 
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Table 14 (Cont’d) 









Bronze Double A 1.722 0 0 4.94 0 0 
Clear Double Al 1.722 0 0 4.94 0 0 
TC88 Clear 2.1 2.1 0 6.451 6.451 0 
SC75 Clear 2.1 2.1 0 6.451 6.451 0 
HMTC88 AZlte 2.1 2.1 0 6.451 6.451 0 
HMSC75 AZlte 2.1 2.1 0 6.451 6.451 0 
Clear Double Wo 2.1 0 0 6.451 0 0 
VE 12M Double, 1.722 0 0 4.94 0 0 
VE 22M Double, 1.722 0 0 4.94 0 0 
HM77 Gray Doubl 1.722 1.722 0 4.94 4.94 0 
HM88 Double, Wo 1.722 1.722 0 4.94 4.94 0 
PPG Azlte Doubl 1.722 0 0 4.94 0 0 
PPG SolBan 
Doub 1.722 0 0 4.94 0 0 
AFG Gwinnett 1.722 0 0 4.94 0 0 
2470 1.73 0 0 10 0 0 
























Bronze Double A 1.292 0 0 -0.005 0 0 
Clear Double Al 1.292 0 0 -0.005 0 0 
TC88 Clear 1.782 1.782 0 -0.006 -0.006 0 
SC75 Clear 1.782 1.782 0 -0.006 -0.006 0 
HMTC88 AZlte 1.782 1.782 0 -0.006 -0.006 0 
HMSC75 AZlte 1.782 1.782 0 -0.006 -0.006 0 
Clear Double Wo 1.782 0 0 -0.006 0 0 
VE 12M Double, 1.292 0 0 -0.005 0 0 
VE 22M Double, 1.292 0 0 -0.005 0 0 
HM77 Gray Doubl 1.292 1.292 0 -0.005 -0.005 0 
HM88 Double, Wo 1.292 1.292 0 -0.005 -0.005 0 
PPG Azlte Doubl 1.292 0 0 -0.005 0 0 
PPG SolBan 
Doub 1.292 0 0 -0.005 0 0 
AFG Gwinnett 1.292 0 0 -0.005 0 0 
2470 1.29 0 0 -0.004 0 0 
4651 3.74 3.74 3.74 -0.014 -0.014 -0.014 
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Table 14 (Cont’d) 











Bronze Double A 0.72 0 0 0 0 0 
Clear Double Al 0.72 0 0 0 0 0 
TC88 Clear 0.67 0.67 0 0 0 0 
SC75 Clear 0.67 0.67 0 0 0 0 
HMTC88 AZlte 0.67 0.67 0 0 0 0 
HMSC75 AZlte 0.67 0.67 0 0 0 0 
Clear Double Wo 0.67 0 0 0 0 0 
VE 12M Double, 0.72 0 0 0 0 0 
VE 22M Double, 0.72 0 0 0 0 0 
HM77 Gray Doubl 0.72 0.72 0 0 0 0 
HM88 Double, Wo 0.72 0.72 0 0 0 0 
PPG Azlte Doubl 0.72 0 0 0 0 0 
PPG SolBan 
Doub 0.72 0 0 0 0 0 
AFG Gwinnett 0.72 0 0 0 0 0 
2470 0.72 0 0 0.002 0 0 
4651 0.66 0.66 0.66 0 0 0 
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Bronze Double A 0.24 0.24 0.24 0.23 0.21 0.19 0.16 0.11 0.04 0 0.18 
Clear Double Al 0.61 0.61 0.6 0.59 0.58 0.55 0.48 0.36 0.17 0 0.51 
TC88 Clear 0.35 0.35 0.34 0.33 0.32 0.3 0.24 0.16 0.06 0 0.27 
SC75 Clear 0.28 0.17 0.17 0.17 0.17 0.16 0.14 0.1 0.04 0 0.14 
HMTC88 AZlte 0.23 0.23 0.22 0.22 0.2 0.19 0.15 0.1 0.03 0 0.17 
HMSC75 AZlte 0.2 0.15 0.15 0.15 0.15 0.14 0.12 0.08 0.03 0 0.13 
Clear Double Wo 0.61 0.61 0.6 0.59 0.58 0.55 0.48 0.36 0.17 0 0.51 
VE 12M Double, 0.33 0.33 0.32 0.32 0.31 0.29 0.25 0.18 0.08 0 0.27 
VE 22M Double, 0.24 0.24 0.24 0.23 0.23 0.22 0.19 0.14 0.06 0 0.2 
HM77 Gray Doubl 0.19 0.19 0.19 0.18 0.17 0.15 0.12 0.07 0.02 0 0.14 
HM88 Double, 
Wo 0.48 0.48 0.48 0.47 0.46 0.43 0.37 0.26 0.11 0 0.4 
PPG Azlte Doubl 0.28 0.27 0.27 0.26 0.25 0.23 0.2 0.15 0.07 0 0.22 
PPG SolBan 
Doub 
0.33 0.33 0.32 0.32 0.31 0.29 0.25 0.18 0.08 0 0.27 
AFG Gwinnett 0.28 0.29 0.28 0.28 0.27 0.25 0.22 0.16 0.07 0 0.23 
2470 0.24 0.24 0.24 0.23 0.22 0.21 0.18 0.14 0.06 0 0.2 
4651 0.34 0.34 0.33 0.32 0.31 0.29 0.24 0.16 0.06 0 0.27 
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Bronze Double A 0.29 0.28 0.28 0.27 0.25 0.23 0.19 0.13 0.05 0 0.22 
Clear Double Al 0.79 0.79 0.78 0.78 0.77 0.74 0.66 0.51 0.25 0 0.68 
TC88 Clear 0.63 0.63 0.62 0.61 0.59 0.55 0.45 0.3 0.11 0 0.5 
SC75 Clear 0.6 0.55 0.55 0.55 0.53 0.5 0.44 0.31 0.13 0 0.46 
HMTC88 AZlte 0.53 0.54 0.52 0.51 0.49 0.45 0.37 0.23 0.08 0 0.42 
HMSC75 AZlte 0.51 0.48 0.47 0.47 0.45 0.42 0.36 0.25 0.09 0 0.39 
Clear Double Wo 0.79 0.79 0.78 0.78 0.77 0.74 0.66 0.51 0.25 0 0.68 
VE 12M Double, 0.7 0.71 0.7 0.68 0.67 0.63 0.55 0.4 0.18 0 0.58 
VE 22M Double, 0.6 0.61 0.6 0.59 0.57 0.54 0.47 0.34 0.16 0 0.5 
HM77 Gray 
Doubl 0.31 0.31 0.3 0.28 0.27 0.24 0.19 0.11 0.03 0 0.22 
HM88 Double, 
Wo 0.72 0.72 0.72 0.71 0.7 0.66 0.57 0.4 0.17 0 0.6 
PPG Azlte Doubl 0.61 0.61 0.6 0.6 0.58 0.55 0.49 0.36 0.17 0 0.51 
PPG SolBan 
Doub 0.69 0.69 0.68 0.67 0.65 0.62 0.54 0.39 0.18 0 0.57 
AFG Gwinnett 0.46 0.46 0.45 0.44 0.43 0.41 0.36 0.26 0.12 0 0.38 
2470 0.23 0.23 0.23 0.22 0.22 0.21 0.18 0.14 0.07 0 0.19 
4651 0.62 0.62 0.62 0.61 0.59 0.55 0.45 0.29 0.1 0 0.5 
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Bronze Double A 0.47 0.47 0.48 0.49 0.5 0.52 0.53 0.52 0.44 0 0.5 
Clear Double Al 0.17 0.17 0.17 0.17 0.18 0.19 0.2 0.21 0.2 0 0.19 
TC88 Clear 0.2 0.2 0.2 0.21 0.22 0.23 0.23 0.24 0.22 0 0.22 
SC75 Clear 0.23 0.27 0.28 0.28 0.29 0.3 0.31 0.3 0.26 0 0.29 
HMTC88 AZlte 0.46 0.46 0.47 0.47 0.48 0.49 0.49 0.47 0.39 0 0.47 
HMSC75 AZlte 0.5 0.56 0.56 0.57 0.58 0.58 0.57 0.54 0.43 0 0.56 
Clear Double Wo 0.17 0.17 0.17 0.17 0.18 0.19 0.2 0.21 0.2 0 0.19 
VE 12M Double, 0.34 0.34 0.35 0.35 0.35 0.35 0.36 0.36 0.28 0 0.34 
VE 22M Double, 0.64 0.64 0.65 0.65 0.64 0.64 0.63 0.59 0.44 0 0.62 
HM77 Gray Doubl 0.42 0.42 0.43 0.44 0.45 0.46 0.47 0.46 0.4 0 0.44 
HM88 Double, 
Wo 0.12 0.12 0.12 0.12 0.13 0.13 0.14 0.15 0.14 0 0.13 
PPG Azlte Doubl 0.64 0.64 0.64 0.65 0.65 0.66 0.65 0.61 0.48 0 0.63 
PPG SolBan 
Doub 
0.37 0.37 0.38 0.38 0.38 0.38 0.39 0.38 0.3 0 0.37 
AFG Gwinnett 0.57 0.58 0.58 0.58 0.58 0.58 0.58 0.55 0.42 0 0.56 
2470 0.57 0.57 0.58 0.58 0.58 0.57 0.57 0.54 0.4 0 0.55 
4651 0.12 0.12 0.12 0.12 0.13 0.13 0.14 0.15 0.15 0 0.13 
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Bronze Double A 0.22 0.22 0.22 0.22 0.21 0.21 0.19 0.16 0.09 0 0.19 
Clear Double Al 0.11 0.11 0.12 0.12 0.12 0.12 0.12 0.1 0.07 0 0.11 
TC88 Clear 0.18 0.19 0.19 0.19 0.19 0.19 0.2 0.19 0.13 0 0.19 
SC75 Clear 0.13 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0 0.03 
HMTC88 AZlte 0.12 0.12 0.13 0.13 0.13 0.13 0.13 0.12 0.08 0 0.12 
HMSC75 AZlte 0.09 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.02 0 0.03 
Clear Double Wo 0.11 0.11 0.12 0.12 0.12 0.12 0.12 0.1 0.07 0 0.11 
VE 12M Double, 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.02 0 0.03 
VE 22M Double, 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0 0.02 
HM77 Gray 
Doubl 0.07 0.07 0.07 0.08 0.08 0.08 0.08 0.08 0.06 0 0.08 
HM88 Double, 
Wo 
0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.09 0.07 0 0.1 
PPG Azlte Doubl 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0 0.02 
PPG SolBan 
Doub 0.03 0.03 0.03 0.04 0.04 0.04 0.03 0.03 0.02 0 0.03 
AFG Gwinnett 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.04 0.03 0 0.04 
2470 0.05 0.05 0.05 0.05 0.05 0.05 0.05 0.04 0.03 0 0.05 
4651 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.07 0 0.1 
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Bronze Double A n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
Clear Double Al n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
TC88 Clear 0.05 0.05 0.05 0.05 0.05 0.05 0.04 0.03 0.02 0 0.04 
SC75 Clear 0.03 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0 0 0.01 
HMTC88 AZlte 0.08 0.08 0.07 0.07 0.07 0.07 0.06 0.04 0.02 0 0.06 
HMSC75 AZlte 0.05 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0.01 0 0.02 
Clear Double Wo n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
VE 12M Double, n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
VE 22M Double, n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
HM77 Gray 
Doubl 0.1 0.1 0.1 0.1 0.1 0.09 0.08 0.06 0.03 0 0.09 
HM88 Double, 
Wo 
0.04 0.04 0.04 0.04 0.04 0.04 0.04 0.04 0.02 0 0.04 
PPG Azlte Doubl n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
PPG SolBan 
Doub n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
AFG Gwinnett n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
2470 n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
4651 0.07 0.07 0.08 0.08 0.07 0.07 0.07 0.06 0.04 0 0.07 
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Bronze Double A n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
Clear Double Al n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
TC88 Clear n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
SC75 Clear n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
HMTC88 AZlte n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
HMSC75 AZlte n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
Clear Double Wo n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
VE 12M Double, n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
VE 22M Double, n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
HM77 Gray 
Doubl n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
HM88 Double, 
Wo 
n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
PPG Azlte Doubl n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
PPG SolBan 
Doub n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
AFG Gwinnett n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
2470 n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a n/a 
4651 0.04 0.04 0.04 0.04 0.04 0.04 0.03 0.03 0.02 0 0.03 
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Water-side HVAC 
Table 15. Circulation Loops 
Circulation Loop name Loop Type Loop Subtype  
Sizing 
Option Loop Pump 
     
Chilled Water Loop Chilled Water Primary Secondary CHW Loop Pump 
Condenser Water Loop Condenser Water Primary Secondary CW Loop Pump 
Domestic Hot Water Loop 
Domestic Hot 
Water Primary Secondary - undefined - 
 
Table 15 (Cont’d) 
















 F  Ratio  
Chilled Water Loop 44  10 1.5 0.05 1 Space 
Heat/Cool 
Condenser Water Loop 85  10 1.5 0.05 1 n/a 









































   ft Ratio  delta F F 




Loop 2 1 Demand 2 n/a n/a 
Domestic Hot Water 
Loop 
n/a n/a n/a n/a n/a n/a Fixed 135 
 
 
Table 15 (Cont’d) 



















  F gpm  
Chilled Water Loop Fixed 44 65 40 n/a n/a n/a 
Condenser Water Loop Fixed 85 95 70 n/a n/a n/a 
Domestic Hot Water Loop n/a n/a n/a n/a 110 3.5 













































































Table 17. Chiller  























































0.1 0.2528 One 44 85 44 85 3 
 
Table 17 (Cont’d) 
























   F 
(t evap 
leaving, t cond 
entering) 
part load ratio 
(t evap 


























Table 17 (Cont’d) 




































































78 7 10 0.0105 
Minimum 



































40 10 10 10 
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Table 19. Performance Curves 
Curve Fit Name Curve Fit Type Input Type Minimum Output Maximum Output 
Pump-Head-fFlow Quadratic Curve Coefficients -1000000 1000000 
Pump-Power-fFlow Quadratic Curve Coefficients -1000000 1000000 
OpenTwr-FluidCap-fAirflow Quadratic Curve Coefficients -1000000 1000000 
ForCurve w Dischrg Dampers FPLR Quadratic Curve Coefficients 0.22 1 
Large-CHW-Bypass-fAirFlow Quadratic Curve Coefficients -1000000 1000000 
CHW-Coil-Cap-fAirFlow Quadratic Curve Coefficients -1000000 1000000 
CHW-Coil-Cap-fFluidFlow Quadratic Curve Coefficients -1000000 1000000 
ScrewH2O-Cap-fCHWT&ECT Bi-Quadratic in T Curve Coefficients -1000000 1000000 
ScrewH2O-EIR-fCHWT&ECT Bi-Quadratic in T Curve Coefficients -1000000 1000000 
Large-CHW-Coil-Cap-fEWB&EDB Bi-Quadratic in T Curve Coefficients -1000000 1000000 
Large-CHW-Sens-Cap-fEWB&EDB Bi-Quadratic in T Curve Coefficients -1000000 1000000 
Large-CHW-Coil-Bypass-fEWB&EDB Bi-Quadratic in T Curve Coefficients -1000000 1000000 
CHW-Coil-Cap-fEWB&EWT Bi-Quadratic in T Curve Coefficients -1000000 1000000 
OpenTwr-FluidCap-fApp&WB Bi-Quadratic in dT&T Curve Coefficients -1000000 1000000 
OpenTwr-FluidCap-fRng&WB Bi-Quadratic in dT&T Curve Coefficients -1000000 1000000 
DW-Elec-EIR-fPLR Linear Curve Coefficients -1000000 1000000 













Table 19 (Cont’d) 












Pump-Head-fFlow 1.353483 0.01593 -0.369414 n/a n/a n/a 
Pump-Power-fFlow 0.369774 0.84038 -0.210149 n/a n/a n/a 
OpenTwr-FluidCap-fAirflow 0.049768 1.0467 -0.096468 n/a n/a n/a 
ForCurve w Dischrg Dampers FPLR 0.190667 0.31 0.5 n/a n/a n/a 
Large-CHW-Bypass-fAirFlow 0.396606 0.14965 0.453747 n/a n/a n/a 
CHW-Coil-Cap-fAirFlow 0.048809 1.37642 -0.425232 n/a n/a n/a 
CHW-Coil-Cap-fFluidFlow 0.218387 1.51145 -0.729841 n/a n/a n/a 
ScrewH2O-Cap-fCHWT&ECT 0.898231 0.00045 0.000237 -0.00105 -3E-05 -2E-05 
ScrewH2O-EIR-fCHWT&ECT 0.624936 -0.001 0.000174 -0.00086 0.0002 -0.0003 
Large-CHW-Coil-Cap-fEWB&EDB 2.588259 -0.2306 0.003836 0.102581 0.0006 -0.0029 
Large-CHW-Sens-Cap-fEWB&EDB 0.898277 -0.1312 0.001969 0.089664 0.0006 -0.002 
Large-CHW-Coil-Bypass-fEWB&EDB -2.26258 0.2171 -0.001474 -0.10559 0.0004 0.0003 
CHW-Coil-Cap-fEWB&EWT 3.598108 -0.1445 0.002011 0.077641 3E-05 -0.0018 
OpenTwr-FluidCap-fApp&WB 0.500614 0.00588 0.000216 -0.01913 0.0002 0.0011 
OpenTwr-FluidCap-fRng&WB 0.083524 0.11247 -0.001358 3.42E-05 3E-05 -0.0003 
DW-Elec-EIR-fPLR 0 1 n/a n/a n/a n/a 
Coil-Bypass-Factor-fPLR 1 0 n/a n/a n/a n/a 
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Air-side HVAC and Meters 
 




















Multi-Zone Single Fan 
Chilled Water 






Multi-Zone Single Fan Chilled Water 
Loop 









































































































































 cfm  Ratio     
Sys1 (VAVS) 
(G) 45281 18200 0.01 0.01 1.1 0.3 
Sys1 (VAVS) 
(T) 


















































65 1 1 
Sys1 










Temperature 65 1 1 
 
 








































15 10 Three 
Way 





Water Loop 15 10 
Three 





















 t entering wb, t cond entering 















































Table 20 (Cont’d) 
HVAC System 













Electric 1.2 105 




fPLR Electric 1.2 105 
 
 











 %   F  
Sys1 (VAVS) (G) 0 Grnd Flr Sys1 Heat Sch Constant 45 Electric 
Sys1 (VAVS) (T) 0 Grnd Flr Sys1 Heat Sch Constant 45 Electric 
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  Btu/Btu   

























   Btu/Btu   Btu/Unit 
EM1 Natural 
Gas 




DETAILS OF THE RESULTS OF THE PARAMETRIC RUNS OF 
THE ORIGINAL EQUEST ENERGY MODEL 
Categorization of the Parametric Runs Specified in the Original eQuest 
Model 
 The following parametric runs were specified -   
1. New Walls and Shades – Overhangs enabled + gwin wall preset used 
2. Sod Roof – Constructions preset sod roof enabled. 
3. Chiller EER – Chiller EER assumed to be 17  
4. Daylight On – Daylighting sensors enabled for all zones. 
5. AFg Glass – Glass type AFG Gwinnett GT enabled. 
6. Spacer – Frame spacer type insulated and frame conductance of 0.3 
Btu/h-ft2-°F 
7. LPD – Display, Mech, Classroom and Office zones given LPD of 1.03 
8. Occupancy Sensors – Occupancy sensors modeled as 15% reduction in 
lighting schedule. 
9. Humctrlrun – The humidity control parameter was set to a value of 60. 
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Figure 26 - Result of Parametric Run - Daylight on 












































DETAILS OF THE ACTUAL ENERGY CONSUMPTION DATA OF 
THE GEHC 
Energy Consumption and Utility Charge Data for the GEHC  

















Table 23. EHC Electricity Actual Usage Report, by Y ear and Month, 2007-2011 
  2007     2008       2009   
 Usage 
Kw 
Cost Total  Usage 
Kw 
Cost Total  Usage Kw Cost Total 
Month kWh Used $ $   kWh Used $ $   kWh Used  $ $ 
January 253560 3.53 15106  255960 4.41 17713  269880 3.53 18111 
February 281130 3.76 16081  249720 3.75 17513  248160 4.23 17072 
March 253440 3.67 16384  249720 3.75 17247  260640 3.76 17072 
April 235920 4.11 15664  275400 4.04 18376  228960 4.12 16201 
May 230280 3.45 15431  213960 3.42 15721  206640 3.42 15176 
June 283680 3.62 17894  203760 3.18 15883  217320 3.18 15924 
July 313560 3.76 19145  218400 3.56 16565  213360 3.65 16573 
August 104040 3.65 10366  197880 3.14 15131  204720 3.20 15845 
September 257880 3.27 16578  219840 3.18 16124  218040 3.71 17310 
October 226440 3.45 15286  222000 3.38 15968  230400 3.87 17526 
November 219480 3.56 14999  217680 3.18 15769  228360 3.80 17432 
December 269880 3.53 16209  220115 3.46 16810  302520 4.26 20837 
Average 244107.5 3.61     228702.9 3.54     235750 3.73   
Total 2929290       2744435       2829000     
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Table 23 (Cont’d) 
  2010    2011  
 Usage Kw Cost Total  Usage Kw Cost Total 
Month kWh Used $ $  kWh Used $ $ 
January 260400 3.91 18917  287880 4.53 24078 
February 254880 3.73 18661  246720 3.99 21912 
March 242280 3.79 18986  227880 4.08 20924 
April 204360 3.14 17399  221880 4.23 20609 
May 204360 3.97 18713  -- -- -- 
June 226080 4.15 20251  -- -- -- 
July 228600 4.26 20588  -- -- -- 
August 232800 4.14 20609  -- -- -- 
September 208080 3.98 18180  -- -- -- 
October 227040 3.90 19117  -- -- -- 
November 242520 4.55 19907  -- -- -- 
December 299880 4.10 23432  -- -- -- 
Average 235940 3.97   246090 4.21  




COMPARISON OF THE ACTUAL USAGE WITH THE RESULTS OF 
SIMULATION 
Comparison of the Actual Usage Data with Results fr om the Parametric 















Table 24 - Comparison of Actual Usage Data with the  Results of the Parametric Runs of the eQuest Model  




















Profile kwh kwh % kwh % kwh % kwh % 
Baseline 1222270 2929290 58.27 2744435 55.46 2829000 56.79 2831280 56.83 
New Walls and 
Shades 1204000 2929290 58.90 2747735 56.18 2829000 57.44 2831280 57.48 
Sod Roof 1188400 2929290 59.43 2747735 56.75 2829000 57.99 2831280 58.03 
Chiller EER 1006600 2929290 65.64 2747735 63.37 2829000 64.42 2831280 64.45 
Daylight On 930760 2929290 68.23 2747735 66.13 2829000 67.10 2831280 67.13 
Afg Glass 871190 2929290 70.26 2747735 68.29 2829000 69.21 2831280 69.23 
Spacer 864200 2929290 70.50 2747735 68.55 2829000 69.45 2831280 69.48 
LPD 838950 2929290 71.36 2747735 69.47 2829000 70.34 2831280 70.37 
HumCtrlRun 1225600 2929290 58.16 2747735 55.40 2829000 56.68 2831280 56.71 
Occupancy 
Sensors 820550 2929290 71.99 2747735 70.14 2829000 71.00 2831280 71.02 





Results of the Daylighting Analysis performed using  the RadianceIES 
module of IES-VE Pro Version 6.4 
The Bridge was chosen as the sample zone, and the north bay was analyzed for 
illuminance levels three times each day – 9:00 AM, 12:00 PM and 4:00 PM – for 
15th of every month. 
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January 15, 2011 
 
Figure 18 - January 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 34 - January 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 112
 
Figure 35 - January 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  
Conclusion – Sufficient illumination levels availab le at all times 
February 15, 2011 
 
Figure 36 - February 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 113
 
Figure 37 - February 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 38 - February 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  





March 15, 2011 
 
Figure 39 - March 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 40 - March 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
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Figure 41 - March 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  
Conclusion – Sufficient illumination levels availab le at all times 
 
April 15, 2011 
 
Figure 42 - April 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
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Figure 43 - April 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 44 - April 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  





May 15, 2011 
 
Figure 45 - May 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 46 - May 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
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Figure 47 - May 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  
Conclusion – Sufficient illumination levels availab le at all times 
 
June 15, 2011 
 
Figure 48 - June 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
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Figure 49 - June 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 50 - June 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  





July 15, 2011 
 
Figure 51 - July 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 52 - July 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
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Figure 53 - July 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  
Conclusion – Sufficient illumination levels availab le at all times 
 
August 15, 2011 
 
Figure 54 - August 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
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Figure 55 - August 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 56 - August 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  





September 15, 2011 
 
Figure 57 - September 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 58 - September 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
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Figure 59 - September 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  
Conclusion – Sufficient illumination levels availab le at all times 
 
October 15, 2011 
 
Figure 60 - October 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
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Figure 61 - October 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 62 - October 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  






November 15, 2011 
 
Figure 63 - November 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
 
Figure 64 - November 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
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Figure 65 - November 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  




Figure 66 - December 15 th 2011 Bridge North Bay 9:00 AM Illumination Levels (Lux)  
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Figure 67 - December 15 th 2011 Bridge North Bay 12:00 PM Illumination Levels  (Lux)  
 
Figure 68 - December 15 th 2011 Bridge North Bay 4:00 PM Illumination Levels (Lux)  







RESULTS FROM SIMULATING BUILDING AS-OPERATED 
Results of Simulating the Building Modeled in IES-V E to be as close as 




Figure 69 - GEHC Current Operations IES-VE Output, Page 1 
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Figure 70- GEHC Current Operations IES-VE Output, P age 2 
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Figure 71 - GEHC Current Operations IES-VE Output, Page 3 
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Figure 72 - GEHC Current Operations IES-VE Output, Page 4 
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Figure 73 - GEHC Current Operations IES-VE Output, Page 5 
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Figure 74 - GEHC Current Operations IES-VE Output, Page 6 
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RESULTS FROM SIMULATING RECOMMENDATIONS 






Figure 76 - GEHC Recommended Operations IES-VE Output, Page 1 
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Figure 77 - GEHC Recommended Operations IES-VE Output, Page 2 
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Figure 78 - GEHC Recommended Operations IES-VE Output, Page 3 
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Figure 79 - GEHC Recommended Operations IES-VE Output, Page 4 
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Figure 80 - GEHC Recommended Operations IES-VE Output, Page 5 
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Figure 19 - GEHC Recommended Operations IES-VE Output, Page 6 
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Figure 82 - GEHC Recommended Operations IES-VE Output, Page 7 
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